
DCPS ECE Sink and DCPS Requested Sink Filtration

VAN NESS ES LEAD WATER TEST RESULTS

Building Location: Building Name RECORD ID Date Analyzed Floor Device Type 1st Draw - Sample ID 2nd Draw - Sample ID

1 VAN NESS ELEMENTARY WS- 003839 12/21/2016 2 Break Room In staff lounge 205 FT-122016-003839-A < 1 FT-122016-003839-B < 1

2 VAN NESS ELEMENTARY WS- 007900 12/21/2016 3 Combo Faucet In classroom 302 Right FT-122016-007900-A 1.1 FT-122016-007900-B < 1

3 VAN NESS ELEMENTARY WS- 007901 12/21/2016 3 Combo Faucet In classroom 306 Left FT-122016-007901-A < 1 FT-122016-007901-B < 1

4 VAN NESS ELEMENTARY WS- 007902 12/21/2016 3 Combo Faucet In classroom 307 Left FT-122016-007902-A < 1 FT-122016-007902-B < 1

5 VAN NESS ELEMENTARY WS- 007903 12/21/2016 3 Combo Faucet In classroom 311 Right FT-122016-007903-A < 1 FT-122016-007903-B < 1

6 VAN NESS ELEMENTARY WS- 007904 12/21/2016 3 Combo Faucet In classroom 308 Left FT-122016-007904-A < 1 FT-122016-007904-B < 1

7 VAN NESS ELEMENTARY WS- 007905 12/21/2016 3 Combo Faucet In classroom 312 Left FT-122016-007905-A < 1 FT-122016-007905-B < 1

8 VAN NESS ELEMENTARY WS- 010343 12/21/2016 1 Combo Faucet In classroom 136 Low Mid FT-122016-010343-A < 1 FT-122016-010343-B < 1

9 VAN NESS ELEMENTARY WS- 010345 12/21/2016 1 Combo Faucet In classroom 134 Low Mid FT-122016-010345-A < 1 FT-122016-010345-B < 1

10 VAN NESS ELEMENTARY WS- 010347 12/21/2016 1 Combo Faucet In classroom 132 Low Mid FT-122016-010347-A < 1 FT-122016-010347-B < 1

11 VAN NESS ELEMENTARY WS- 010348 12/21/2016 1 Combo Faucet In classroom 130 Low Mid FT-122016-010348-A < 1 FT-122016-010348-B < 1

12 VAN NESS ELEMENTARY WS- 010350 12/21/2016 2 Classroom Faucet In classroom 216 FT-122016-010350-A < 1 FT-122016-010350-B < 1

13 VAN NESS ELEMENTARY WS- 010351 12/21/2016 2 Combo Faucet In classroom 219 Low Mid FT-122016-010351-A < 1 FT-122016-010351-B < 1

14 VAN NESS ELEMENTARY WS- 010356 12/21/2016 2 Combo Faucet In classroom 210 Mid FT-122016-010356-A < 1 FT-122016-010356-B < 1

15 VAN NESS ELEMENTARY WS- 010357 12/21/2016 2 Classroom Faucet In classroom 210 Right FT-122016-010357-A < 1 FT-122016-010357-B < 1

16 VAN NESS ELEMENTARY WS- 010360 12/21/2016 2 Classroom Faucet In classroom 217 Right FT-122016-010360-A < 1 FT-122016-010360-B < 1

17 VAN NESS ELEMENTARY WS- 010361 12/21/2016 2 Combo Faucet In classroom 217 Mid FT-122016-010361-A < 1 FT-122016-010361-B < 1

18 VAN NESS ELEMENTARY WS- 010364 12/21/2016 1 Classroom Faucet In classroom 136 High Right FT-122016-010364-A < 1 FT-122016-010364-B < 1

19 VAN NESS ELEMENTARY WS- 010365 12/21/2016 1 Classroom Faucet In classroom 134 High Left FT-122016-010365-A < 1 FT-122016-010365-B < 1

20 VAN NESS ELEMENTARY WS- 010366 12/22/2016 1 Classroom Faucet In classroom 132 High Right FT-122016-010366-A < 1 FT-122016-010366-B < 1

21 VAN NESS ELEMENTARY WS- 010367 12/22/2016 1 Classroom Faucet In classroom 130 High Left FT-122016-010367-A < 1 FT-122016-010367-B < 1

22 VAN NESS ELEMENTARY WS- 010379 12/22/2016 1 Break Room In break room 124 FT-112016-010379-A < 1 FT-112016-010379-B < 1

2 VAN NESS ELEMENTARY WS- 007900 1/19/2017 3 Combo Faucet In classroom 302 Right FT-122016-007900-A < 1 FT-122016-007900-B < 1
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Initial Filter Test After Installation

First Filter Re-Test (After Filter and Plumbing Check with Aerator Replacement)

Note :

Filter re-tests are only performed to devices that have sampling results greater than 1 ppb Page 1 of 1


